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4 Strand 4: Reconciliation Analysis  

4.1 Background  

This document covers Strand 4 - Reconciliation Analysis. 

 

Upon receipt of a valid meter reading, each NDM Supply Meter Point will be 

subject to a reconciliation which represents the difference between Actual 

demand and the Modelled demand (Allocation). This Supply Meter Point 

reconciliation is invoiced monthly on the Amendment Invoice, with the results 

providing an additional source of data that can provide an indication of the 

accuracy of the NDM Algorithm.  

 

Strand 3 of NDM Algorithm Performance is based on actual daily demand 

data collected from a sample and the approach taken isolates the 

accuracy of the NDM profiles only by using a sample derived AQ. The results 

from this Strand provide a view of the accuracy of the modelled demand 

(Allocation)on a daily basis.  

 

Strand 4 analysis focusses on the aggregated view of Supply Meter Point 

Reconciliation for the Class 3 NDM population (so a bigger dataset than 

Strand 3 analysis). The results of this analysis will naturally include all NDM 

Modelling error – i.e. caused by any inaccuracies in the system AQ (not in 

DESC’s control) as well as those caused by the NDM profiles themselves (in 

DESC’s scope). Strand 4 analysis is presented at a monthly level as 

reconciliations on the Amendment Invoice are not available at a lower level 

(monthly variances).   

 

This additional Strand may also help explain the trends observed in temporary 

UIG and therefore complement Strand 2 Analysis. 

 

4.2 Reconciliation Data 

This reconciliation analysis uses the Class 3 NDM population only as it enables 

a comparison of allocation and actuals using daily actual volumes.  

 

Class 4 Reconciliation volume is profiled between two read dates, potentially 

months apart and therefore only gives an indication of AQ accuracy and not 

modelling performance at a monthly level.  

 

The reconciliation data used for this analysis is from the Reconciliation by 

Month report (available on the Xoserve website here) as at the September 

2025 Amendment invoice and therefore includes read data up to and 

including September 2025. As 95% of Class 3 meters are read monthly (based 

on September 2025 AQ effective dates), even recent months should provide 

accurate results. 

https://www.xoserve.com/help-centre/demand-attribution/unidentified-gas-uig/


 

 

The table below shows the Product Class proportions and Average AQs on 1st 

April 2025. 

 

 Percentage of meters Average AQ 

EUC Class 3 Class 4 Class 3 Class 4 

01BND 14.7% 85.3% 11,071 11,347 

01BNI 13.7% 86.3% 23,880 19,383 

01BPD 29.4% 70.6% 8,380 7,606 

02BND 2.3% 97.7% 104,249 111,592 

02BNI 28.9% 71.1% 150,842 139,386 

03 34.5% 65.5% 444,488 449,930 

04 32.3% 67.7% 1,175,452 1,183,041 

05 27.6% 72.4% 3,398,472 3,419,770 

06 19.0% 81.0% 8,672,767 9,143,239 

07 22.0% 78.0% 20,803,601 20,629,523 

08 7.3% 92.7% 38,901,982 38,477,760 

 

The low proportion of Class 3 meters in some of the EUC Bands, particularly 

02BND and Band 8 may mean the values shown are not a good 

representation of the EUC as a whole. 

 

AQs are similar for Class 3 and Class 4 meters in most bands and should 

therefore give a fair indication of overall model accuracy. Discrepancies for 

individual bands are noted in the analysis.  

 

Points to Note 

• Where reconciliation volumes are mentioned, these figures are absolute 

and so there is no netting off positive and negative reconciliations. As a 

result, figures may not match other published data depending on how it 

has been summarised. 

 

• The inverse of any reconciliation volume would have appeared as 

temporary UIG, until the point of reconciliation. This is calculated daily, 

and reconciliation is monthly, so there may have been more absolute UIG 

from the reconciliation depending on the daily values and if they have 

net off over the month. 

 

• These reconciliation volumes also won’t necessarily match monthly 

allocated UIG volumes, as this is temporary UIG and doesn’t include UIG 

caused from other sources. 

 

 

  



 

4.3  Approach: Reconciliation Factors  

 

The following sections show the indicative Reconciliation Factors which are 

calculated using the following formula: 

 

Reconciliation Factor = (Allocated + Reconciliation) 

/ Allocated 

 

This is a snapshot of the latest position, and recent periods may not have fully 

reconciled. As Class 3 meters should be read regularly, most of the volume 

will reconcile over a short period, so changes should be limited.   

 

The table below shows how these factors are illustrated on the tables using a 

range of colours, with darker shades showing a larger reconciliation.   

 

Allocation 
Factor 

Range 
Colour 

Over 

Allocated 

0.00 to 0.10  

0.10 to 0.15  

0.15 to 0.35  

0.35 to 0.55  

0.55 to 0.75  

0.75 to 0.95  

Good 0.95 to 1.05  

Under 

Allocated 

1.05 to 1.25  

1.25 to 1.45  

1.45 to 1.65  

1.65 to 1.85  

1.85 to 1.90  

1.90 to 2.00  

 

Factors can be higher than 2, but not less than 0. 

  

• A Factor less than ‘1’ indicates an Over Allocation 

• A Factor of 0 indicates an Over Allocation of 100% 

• A Factor more than ‘1’ indicates an Under Allocation 

• A Factor of 2 indicates an Under Allocation of 100% 

• A Factor close to ‘1’ (+/- 5%) means the NDM 

Allocation in aggregation was accurate compared 

to the Actual demand – these values have no 

colour 



 

4.4  Strand 4 Results 

4.4.1 Reconciliation Analysis by EUC 

The following table shows the indicative Reconciliation Factors by month for 

each EUC. There is under allocation for most EUCs for the Summer of 2025, 

with 01BNI having the largest Reconciliation Factors.  02BND results are poor, 

however there are few Class 3 meters in this EUC.  
 

 Oct Nov Dec Jan Feb Mar Apr May Jun Jul Aug Sep 

01BND 1.02 1.00 1.02 1.04 1.04 0.98 0.91 0.94 1.06 1.12 1.09 1.03 

01BNI 1.02 1.00 1.06 1.06 1.06 1.01 0.97 0.98 1.37 1.34 1.26 1.21 

01BPD 1.03 0.99 1.00 1.03 1.02 0.97 0.91 0.96 1.13 1.16 1.12 1.12 

02BND 0.63 0.60 0.62 0.64 0.65 0.66 0.64 0.70 0.70 0.87 0.83 0.94 

02BNI 0.95 0.95 0.95 0.98 0.98 0.99 0.96 0.94 1.16 1.13 1.07 1.10 

03 0.94 0.94 0.95 0.97 0.97 0.98 0.95 0.91 1.11 1.01 1.00 1.14 

04 0.94 0.92 0.91 0.94 0.95 0.96 0.96 0.94 1.12 1.03 1.03 1.15 

05 0.99 0.94 0.93 0.95 0.95 0.97 1.01 1.01 1.02 1.00 1.04 1.02 

06 1.00 0.99 0.95 0.96 0.93 0.96 1.08 1.10 1.13 1.03 1.02 1.00 

07 1.02 0.97 0.92 0.89 0.86 0.95 0.98 1.05 1.10 1.16 1.09 1.08 

08 0.87 0.91 0.88 0.84 0.83 0.89 0.89 1.04 1.08 1.15 0.86 0.89 
 

All EUCs are broken down to LDZ level in the following sections.  

 

The following table shows the percentages of AQ volume (rolling), 

reconciliation volume and the ratio for each EUC. Where the reconciliation 

percentage is higher than the volume the allocation was less accurate 

(highlighted) and where the reconciliation percentage is lower the allocation 

was more accurate.  
 

EUC 

Class 3 Class 4 

% of 

Rolling 

AQ 

% of 

Reconciliation 

Volume 

Reconciliation 

to AQ ratio 

% of 

Rolling 

AQ 

% of 

Reconciliation 

Volume 

Reconciliation 

to AQ ratio 

01BND 53.2% 41.3% 0.78 69.7% 43.5% 0.62 

01BNI 2.6% 3.7% 1.44 2.9% 4.8% 1.65 

01BPD 6.6% 5.5% 0.83 3.2% 2.2% 0.68 

02BND 0.1% 1.5% 10.36 1.4% 11.8% 8.26 

02BNI 8.3% 9.1% 1.10 4.1% 9.4% 2.27 

Band 3 8.3% 9.4% 1.13 3.5% 6.5% 1.85 

Band 4 8.1% 12.7% 1.56 3.8% 8.6% 2.26 

Band 5 5.0% 4.3% 0.86 2.9% 4.3% 1.49 

Band 6 3.1% 3.5% 1.13 3.1% 3.2% 1.03 

Band 7 3.7% 6.1% 1.64 2.9% 2.3% 0.81 

Band 8 0.9% 2.9% 3.25 2.5% 3.3% 1.34 
 

01BND and 01BPD have good allocation, whilst 02BND contributes much 

more reconciliation volume than is proportional to the AQ.  



 

The following chart (figure S12.4.1) shows the total absolute reconciliation 

volume per kWh of AQ for each EUC.   

 

For example, 01BND AQ volume totalled 36,964 GWh, whilst reconciliation 

volume totalled 1,314 GWh, meaning each 1 kWh of AQ resulted in 0.036 kWh 

of reconciliation volume. By comparison, 02BND AQ volume totalled 99.8 

GWh and reconciliation volume totalled 44.2 GWh or 0.44 kWh of 

reconciliation per kWh of AQ.  

 

Figure S12.4.1 
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4.4.2 Reconciliation Analysis by LDZ 

 

The table below shows the overall reconciliation by LDZ by month for the Gas 

Year 2024/25. For most months the reconciliation is similar for all LDZs. The 

values near the beginning of the Gas Year are close to 1 and indicate a 

good allocation accuracy. April and May show over allocation, which was 

also seen in Strand 3 and driven by unusually warm weather (see Strand 1 – 

Weather Analysis for more information). June to September was under 

allocated.  

 

  Oct Nov Dec Jan Feb Mar Apr May Jun Jul Aug Sep 

SC 1.02 0.99 0.98 0.99 0.98 0.97 0.95 0.94 1.04 1.07 1.06 1.04 

NO 1.00 0.97 1.00 1.01 1.01 1.01 0.93 0.94 1.06 1.09 1.06 1.05 

NW 0.99 0.98 0.99 1.00 1.02 0.95 0.88 0.91 1.10 1.12 1.06 1.06 

NE 0.98 0.97 0.96 1.01 1.00 0.97 0.94 0.99 1.17 1.10 1.06 1.07 

EM 1.01 0.98 0.99 1.02 1.01 0.98 0.94 1.01 1.12 1.12 1.07 1.07 

WM 0.98 0.97 0.99 1.00 1.00 0.96 0.94 0.98 1.15 1.18 1.15 1.09 

WN 1.04 0.97 0.96 0.94 0.95 0.91 0.89 0.89 1.07 1.05 1.06 1.08 

WS 0.97 0.96 1.00 1.02 1.00 0.97 0.97 0.97 1.15 1.08 1.06 1.14 

EA 1.00 1.00 1.00 1.02 1.04 1.01 0.95 0.99 1.06 1.05 0.98 1.01 

NT 0.99 0.98 0.99 1.00 1.00 0.99 0.96 0.98 1.09 1.07 1.07 1.07 

SE 0.99 0.98 1.00 1.01 1.02 0.99 0.98 0.99 1.09 1.06 1.05 1.04 

SO 1.02 0.99 0.99 1.02 1.02 0.99 0.95 0.92 1.07 1.07 1.04 1.06 

SW 1.02 0.97 0.98 1.03 1.02 0.96 0.93 0.92 1.09 1.09 1.06 1.06 

 

The following chart (Figure S12.4.2) shows the average absolute Class 3 

reconciliation volume per kWh of AQ for all EUCs. The average reconciliation 

volume per kWh overall is 0.028. Wales North has the highest reconciliation 

volume by a clear margin at 0.059.  

 

Figure S12.4.2 
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4.4.3 Reconciliation Analysis by LDZ – Domestic EUCs 

01BND Reconciliation Analysis by LDZ 

 

The following table shows that there is a good proportion of Class 3 meters in 

all LDZs for 01BND and the Class 3 and 4 Meter Points have similar AQs.  

 

LDZ 
Meter 

count 

Class 3 % of 

total NDM 

Average AQ 

Class 3 Class 4 

SC 1,949,530 16% 11,032 11,704 

NO 1,182,595 15% 11,596 11,696 

NW 2,638,911 14% 11,166 11,391 

NE 1,371,924 12% 11,643 11,720 

EM 2,387,399 14% 11,259 11,311 

WM 2,015,740 16% 11,454 11,626 

WN 247,284 17% 10,018 10,242 

WS 825,886 22% 10,270 10,841 

EA 1,971,689 14% 11,196 11,280 

NT 2,144,531 12% 12,384 12,124 

SE 2,493,315 14% 11,321 11,658 

SO 1,769,626 17% 10,865 11,177 

SW 1,608,118 15% 9,241 9,697 

Overall 22,606,548 15% 11,117 11,391 

 

The Reconciliation Factors for 01BND are similar to those overall. The first half 

of the Gas Year shows good allocation for most LDZs. April and May were 

very warm and show over allocation, whilst more recent months show an 

under allocation.   

 

  Oct Nov Dec Jan Feb Mar Apr May Jun Jul Aug Sep 

SC 1.06 1.01 1.01 1.03 1.02 0.98 0.94 0.91 0.97 1.14 1.11 1.01 

NO 1.02 1.00 1.05 1.06 1.06 1.02 0.89 0.89 0.95 1.05 1.03 0.99 

NW 1.01 1.00 1.02 1.03 1.05 0.95 0.85 0.87 1.08 1.17 1.15 1.07 

NE 1.01 0.99 0.98 1.04 1.03 0.97 0.89 0.96 1.15 1.19 1.12 1.06 

EM 1.03 1.00 1.01 1.04 1.04 0.97 0.90 0.98 1.14 1.25 1.19 1.06 

WM 1.01 0.99 1.01 1.01 1.02 0.97 0.91 1.00 1.22 1.30 1.25 1.06 

WN 1.07 0.99 1.03 1.00 1.04 0.92 0.85 0.86 1.11 1.10 1.10 1.05 

WS 0.99 0.96 1.01 1.03 1.02 0.96 0.94 0.96 1.07 1.04 1.11 1.16 

EA 1.03 1.02 1.03 1.05 1.07 1.00 0.93 0.98 1.00 1.01 0.96 0.97 

NT 1.02 1.00 1.02 1.03 1.04 1.00 0.92 0.97 1.08 1.11 1.06 1.02 

SE 1.01 1.01 1.02 1.04 1.06 1.00 0.97 1.00 1.04 1.02 1.03 0.98 

SO 1.05 1.01 1.01 1.04 1.05 0.99 0.92 0.91 1.02 1.06 1.03 1.01 

SW 1.06 0.99 1.02 1.06 1.06 0.97 0.91 0.89 1.02 1.11 1.05 0.99 

 

 



 

The following chart (Figure S12.4.3) shows the average absolute class 3 

reconciliation volume per kWh of AQ for 01BND. Most LDZs have quite similar 

reconciliation volumes per kWh, however, Wales North has the highest at 

0.049 kWh and South East the lowest at 0.026 kWh.   

 

Figure S12.4.3  

 
 

The total absolute Class 3 reconciliation volume for 01BND is 1,314 GWh, 

which would have been temporary UIG over the period.  
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01BPD Reconciliation Analysis by LDZ 

 

A good percentage of the 01BPD meters are Class 3 in all LDZs, although 

North Thames is a little low compared to the other LDZs. All LDZs have a higher 

average AQ (c. 10%) for the Class 3 Meter Points, so there may be some 

difference in consumption profile.  

 

LDZ 
Meter 

count 

Class 3 % of 

total NDM 

Average AQ 

Class 3 Class 4 

SC 203,713 28% 8,077 7,360 

NO 134,636 47% 9,006 8,367 

NW 286,125 35% 8,436 7,641 

NE 119,731 34% 8,738 8,204 

EM 178,069 33% 8,866 8,189 

WM 171,785 31% 8,858 8,232 

WN 23,825 30% 7,820 7,109 

WS 79,718 30% 8,616 7,974 

EA 119,339 25% 7,902 7,839 

NT 197,590 11% 8,434 7,612 

SE 190,520 22% 8,013 7,381 

SO 80,510 33% 7,653 7,330 

SW 88,827 28% 6,715 6,503 

Overall 1,874,388 29% 8,396 7,705 

 

01BPD shows a similar pattern to 01BND, however the Summer under 

allocation is more pronounced in southern LDZs.  

 

  Oct Nov Dec Jan Feb Mar Apr May Jun Jul Aug Sep 

SC 1.08 1.01 0.99 1.01 1.01 0.99 0.95 0.94 1.01 1.09 1.10 1.06 

NO 1.03 0.99 1.03 1.05 1.03 1.00 0.89 0.89 1.03 1.02 1.03 1.08 

NW 1.00 1.00 1.02 1.04 1.05 0.95 0.85 0.84 1.12 1.24 1.07 1.13 

NE 1.01 0.99 0.98 1.04 1.01 0.96 0.89 0.97 1.16 1.09 1.07 1.13 

EM 1.05 0.99 0.99 1.03 1.01 0.97 0.91 1.02 1.14 1.17 1.18 1.14 

WM 1.00 0.99 1.01 1.03 1.02 0.96 0.90 0.94 1.19 1.14 1.09 1.13 

WN 1.08 1.00 1.05 1.03 1.05 0.93 0.86 0.85 1.00 0.90 0.91 1.02 

WS 1.00 0.95 0.98 1.01 0.99 0.95 0.92 0.96 1.21 1.15 1.28 1.34 

EA 1.03 1.00 1.00 1.02 1.02 1.00 1.00 1.12 1.15 1.15 1.12 1.06 

NT 1.03 0.98 0.99 1.00 1.01 0.98 0.95 1.09 1.25 1.32 1.30 1.15 

SE 1.04 0.99 1.00 1.01 1.01 0.99 1.02 1.14 1.19 1.18 1.19 1.09 

SO 1.05 0.98 0.98 1.02 1.02 0.98 0.95 1.05 1.37 1.36 1.25 1.11 

SW 1.08 0.95 0.98 1.02 1.00 0.96 0.94 1.03 1.27 1.33 1.29 1.12 

 

 



 

The following chart (Figure S12.4.4) shows the average absolute class 3 

reconciliation volume per kWh of AQ for 01BPD. Wales North and North West 

have reconciliation volumes more than 0.01 higher than the average of 0.04 

for the EUC. Scotland and Eastern have the lowest reconciliations volumes for 

the EUC at 0.025 and 0.026 respectively. 

 

Figure S12.4.4 

 
 

The total absolute Class 3 reconciliation volume for 01BPD is 183 GWh, which 

would have appeared as temporary UIG over the period.  
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02BND Reconciliation Analysis by LDZ 

There are very few Class 3 meters in 02BND and the average AQ is quite 

different to the Class 4 EUCs. These results are unlikely to be reflective of the 

whole EUC, however are included here for reference.  

 

LDZ 
Meter 

count 

Class 3 % of 

total NDM 

Average AQ 

Class 3 Class 4 

SC 3,187 3% 102,225 107,977 

NO 1,644 3% 103,405 109,445 

NW 4,245 2% 108,620 112,263 

NE 2,549 3% 101,395 111,778 

EM 3,438 2% 113,379 111,625 

WM 3,209 2% 103,190 112,357 

WN 246 3% 109,245 109,742 

WS 860 2% 101,616 112,068 

EA 3,464 2% 100,090 111,476 

NT 7,904 2% 97,541 112,699 

SE 6,397 2% 109,759 112,360 

SO 2,776 3% 101,812 110,150 

SW 2,014 2% 108,682 111,643 

Overall 41,933 2% 104,191 111,600 

 

02BND shows over allocation pretty much across the whole Gas Year, the 

only exception being Wales North in the Summer. The values are large and 

reflect the inaccuracies raised at DESC.  

 

  Oct Nov Dec Jan Feb Mar Apr May Jun Jul Aug Sep 

SC 0.59 0.56 0.60 0.65 0.69 0.81 0.78 0.73 0.80 0.80 0.81 0.91 

NO 0.70 0.67 0.65 0.59 0.63 0.60 0.53 0.48 0.55 0.66 0.68 0.77 

NW 0.59 0.55 0.64 0.59 0.57 0.64 0.54 0.66 0.40 0.82 0.79 0.86 

NE 0.70 0.83 0.72 0.78 0.91 0.73 0.60 0.73 0.67 0.82 0.98 1.11 

EM 0.45 0.50 0.53 0.54 0.60 0.59 0.54 0.64 0.67 0.70 0.66 0.81 

WM 0.71 0.69 0.68 0.68 0.69 0.68 0.72 0.86 0.88 0.82 0.83 1.07 

WN 0.65 0.58 0.60 0.59 0.57 0.72 0.95 1.16 1.60 1.21 1.19 1.22 

WS 0.53 0.49 0.53 0.48 0.41 0.37 0.52 0.58 0.69 0.76 0.91 0.92 

EA 0.65 0.66 0.64 0.65 0.66 0.68 0.64 0.72 0.81 0.70 0.88 0.83 

NT 0.67 0.63 0.69 0.71 0.73 0.73 0.62 0.73 0.70 0.85 0.94 0.98 

SE 0.61 0.53 0.54 0.61 0.56 0.60 0.64 0.68 0.68 0.78 0.83 0.97 

SO 0.66 0.60 0.57 0.60 0.60 0.68 0.79 0.80 0.82 0.85 0.86 1.08 

SW 0.59 0.55 0.60 0.61 0.64 0.55 0.51 0.44 0.82 2.24 0.65 0.80 

 
  



 

The following chart (Figure S12.4.5) shows the average absolute Class 3 

reconciliation volume per kWh of AQ for 02BND. The reconciliation volume 

per kWh for 02BND (0.443) is over 12 times that of 01BND (0.036). Whilst 

volumes for all LDZs are high, Wales South and South West are the highest at 

0.686 and 0.649 respectively.  

 

Figure S12.4.5 

  
 

The total absolute Class 3 reconciliation volume for 02BND is 44 GWh, which 

would have appeared as temporary UIG over the period.  
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4.4.4 Reconciliation Analysis by LDZ – Small I&C EUCs 

01BNI Reconciliation Analysis by LDZ 

01BNI has a reasonable number of Class 3 Meter Points, although the 

average AQs are around 25% higher for the Class 3 meters in all LDZs. 

Generally, we see meters with high AQs having flatter profiles, and therefore 

the Class 3 results may not be a good representation of the whole EUC.   

 

LDZ 
Meter 

count 

Class 3 % of 

total NDM 

Average AQ 

Class 3 Class 4 

SC 41,978 12% 25,656 19,666 

NO 28,184 17% 25,434 19,671 

NW 67,916 13% 24,457 19,751 

NE 38,916 15% 25,821 19,961 

EM 55,838 13% 24,000 20,055 

WM 47,179 13% 24,481 20,638 

WN 7,539 12% 22,607 19,705 

WS 21,238 16% 22,251 19,297 

EA 42,734 15% 24,129 20,088 

NT 62,351 13% 23,136 18,283 

SE 58,129 13% 23,126 19,365 

SO 41,527 14% 24,605 20,000 

SW 41,491 14% 24,041 19,323 

Overall 555,020 14% 24,213 19,649 

 

01BNI shows fairly good allocation for the first 8 months of the year. There is 

under allocation for Summer months, similar to Domestic EUCs but to a 

greater degree.  

 
 Oct Nov Dec Jan Feb Mar Apr May Jun Jul Aug Sep 

SC 1.03 1.01 1.03 1.04 1.03 1.01 0.98 0.96 1.23 1.19 1.18 1.11 

NO 1.02 0.95 1.01 0.99 1.00 1.00 0.93 0.95 1.42 1.45 1.34 1.28 

NW 1.02 1.00 1.06 1.03 1.10 1.03 0.95 0.98 1.33 1.29 1.27 1.18 

NE 1.01 0.98 0.99 1.03 1.01 0.99 0.90 0.95 1.41 1.30 1.22 1.27 

EM 1.04 1.02 1.07 1.10 1.08 1.02 0.94 0.92 1.31 1.27 1.16 1.18 

WM 0.99 1.03 1.18 1.15 1.08 1.04 1.10 1.01 1.42 1.43 1.27 1.25 

WN 1.07 1.03 1.02 1.01 1.08 0.95 0.84 0.81 1.29 1.20 1.17 1.30 

WS 0.95 0.95 1.04 1.07 1.02 1.00 1.00 0.99 1.49 1.41 1.36 1.37 

EA 1.01 1.04 1.07 1.09 1.12 1.06 0.98 0.97 1.13 1.06 1.00 1.05 

NT 1.10 1.08 1.17 1.08 1.06 1.02 1.00 1.04 1.34 1.35 1.17 1.12 

SE 1.03 0.99 1.07 1.02 1.04 1.01 1.01 1.11 1.56 1.47 1.41 1.26 

SO 0.99 0.95 0.97 1.02 1.06 1.00 0.97 0.96 1.61 1.60 1.47 1.42 

SW 1.05 1.00 1.02 1.06 1.06 0.96 0.95 0.88 1.43 1.51 1.55 1.32 

 

 



 

The following chart (Figure S12.4.6) shows the average absolute Class 3 

reconciliation volume per kWh of AQ for 01BNI. West Midlands stand out as 

having a high reconciliation volume of 0.109 compared to the average for 

the EUC of 0.068. Scotland, Northern and North East all have low 

reconciliation volumes of 0.045, 0.046 and 0.047 respectively.  

Figure S12.4.6 

 
 

The total absolute Class 3 reconciliation volume for 01BNI is 126 GWh, which 

would have appeared as temporary UIG over the period. 
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02BNI Reconciliation Analysis by LDZ 

 

02BNI has a good percentage of Class 3 Meter Points, although the average 

AQs are a little higher than the Class 4 meter points. 

 

LDZ 
Meter 

count 

Class 3 % of 

total NDM 

Average AQ 

Class 3 Class 4 

SC 11,419 31% 158,078 139,562 

NO 7,078 34% 151,643 137,969 

NW 15,734 31% 150,382 139,326 

NE 8,558 32% 148,696 139,566 

EM 13,160 28% 150,309 139,059 

WM 12,139 28% 152,334 139,547 

WN 1,625 25% 151,664 137,731 

WS 4,338 34% 144,631 137,255 

EA 10,686 29% 150,834 139,136 

NT 16,271 27% 152,649 141,637 

SE 14,203 26% 146,939 139,393 

SO 10,961 27% 146,902 139,469 

SW 9,225 30% 149,303 136,768 

Overall 135,397 29% 150,614 139,325 

 

The first 8 months of the Gas Year indicate fairly good allocation, with some 

over forecasting in all LDZs. The last 4 months of the Gas year are similar to the 

other EUCs with under forecasting in all LDZs.  

 

  Oct Nov Dec Jan Feb Mar Apr May Jun Jul Aug Sep 

SC 0.98 0.96 1.06 0.95 0.95 0.96 0.95 0.93 1.08 1.06 1.08 1.09 

NO 0.97 0.97 0.97 1.03 1.01 1.05 0.92 0.85 1.01 0.94 0.88 1.02 

NW 0.93 0.96 0.95 0.98 1.00 0.98 0.92 0.88 1.14 1.09 1.00 1.09 

NE 0.94 0.96 0.92 1.01 0.99 0.99 0.93 0.91 1.10 1.05 1.00 1.07 

EM 0.96 0.94 0.95 0.99 0.99 0.99 0.94 0.95 1.18 1.16 1.10 1.10 

WM 0.95 0.94 0.94 1.02 1.00 1.00 0.93 0.91 1.14 1.12 1.06 1.11 

WN 0.99 0.92 0.91 0.90 0.96 0.99 1.00 0.97 1.16 1.15 1.12 1.14 

WS 0.89 0.95 0.97 1.02 0.97 1.00 0.94 0.85 1.25 1.06 1.03 1.13 

EA 0.95 0.97 0.96 1.00 1.01 1.01 0.95 0.95 1.11 1.10 1.02 1.03 

NT 0.95 0.93 0.94 0.92 0.94 0.97 0.98 1.01 1.29 1.30 1.20 1.17 

SE 0.93 0.92 0.92 0.93 0.95 0.98 1.00 0.99 1.21 1.16 1.12 1.13 

SO 0.98 0.93 0.93 0.96 1.00 0.98 1.02 0.95 1.19 1.18 1.16 1.15 

SW 0.98 0.93 0.93 0.96 0.97 1.00 0.98 0.97 1.20 1.18 1.11 1.13 

 

 

 

 



 

The following chart (Figure S12.4.7) shows the average absolute Class 3 

reconciliation volume per kWh of AQ for 02BNI. Eastern has a very low 

reconciliation volume per kWh of 0.029 compared to the average of the EUC 

of 0.050. The LDZs with the highest reconciliation volumes are North Thames at 

0.078 and South East 0.068. 

Figure S12.4.7 

 
 

The total absolute Class 3 reconciliation volume for 02BNI is 300 GWh, which 

would have appeared as temporary UIG over the period.   
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Band 3 Reconciliation Analysis by LDZ 

Around a third of Band 3 meters are Class 3, and the average AQs are close 

to the Class 4 average so these results should be a good indication of the 

whole EUC results.  

 

LDZ 
Meter count Class 3 % of 

total 

Average AQ 

Class 3 Class 4 Class 3 Class 4 

SC 1,415 2,356 38% 449,105 451,813 

NO 917 1,053 47% 426,809 442,571 

NW 1,450 2,808 34% 436,305 450,527 

NE 792 1,312 38% 443,177 444,825 

EM 1,043 2,304 31% 438,923 444,782 

WM 1,051 2,249 32% 434,636 452,413 

WN 125 259 33% 454,816 468,326 

WS 396 625 39% 441,502 440,766 

EA 920 1,937 32% 443,247 450,846 

NT 1,603 3,528 31% 450,640 450,607 

SE 1,043 2,659 28% 446,372 443,169 

SO 903 2,003 31% 439,388 449,751 

SW 851 1,403 38% 446,755 448,846 

Overall 12,509 24,496 34% 442,040 448,654 

 

Band 3 is over allocated at the beginning of the Gas Year and in May. Apart 

from Wales North and Scotland, the first quarter of 2025 shows good 

allocation results. June and September are under allocated in all LDZs. 

 

  Oct Nov Dec Jan Feb Mar Apr May Jun Jul Aug Sep 

SC 0.98 0.95 0.96 0.94 0.92 0.95 0.96 0.96 1.14 1.05 1.08 1.13 

NO 0.93 0.93 0.96 0.98 0.98 1.01 0.94 0.91 1.08 0.91 0.94 1.13 

NW 0.93 0.95 0.95 0.97 0.98 0.96 0.92 0.87 1.12 1.01 0.98 1.15 

NE 0.95 0.94 0.91 0.98 0.97 1.00 0.98 0.97 1.10 0.96 0.95 1.13 

EM 0.95 0.94 0.95 0.98 0.98 1.00 0.94 0.90 1.07 0.96 0.96 1.14 

WM 0.93 0.94 0.95 0.96 0.99 0.96 0.94 0.91 1.08 1.01 0.98 1.13 

WN 0.99 0.89 0.91 0.90 0.65 0.93 0.91 0.93 1.26 1.14 1.10 1.18 

WS 0.93 0.93 0.94 0.98 0.99 1.00 1.01 0.92 1.16 1.05 1.04 1.25 

EA 0.93 0.96 0.96 0.97 0.99 1.01 0.96 0.93 1.11 1.02 0.99 1.14 

NT 0.93 0.95 0.96 0.97 0.98 0.99 0.95 0.89 1.09 1.02 1.02 1.12 

SE 0.92 0.94 0.95 0.98 0.98 1.00 0.97 0.91 1.07 1.02 1.00 1.09 

SO 0.94 0.95 0.95 1.00 1.01 0.99 0.95 0.88 1.11 0.97 0.99 1.15 

SW 0.96 0.92 0.92 0.97 0.97 0.96 0.94 0.88 1.14 1.07 1.08 1.24 

 

 

 

  



 

The following chart (Figure S12.4.8) shows the average absolute Class 3 

reconciliation volume per kWh of AQ for Band 03. Wales North stands out as 

having a very high reconciliation volume of 0.126 compared to the average 

for the EUC of 0.049. Scotland and South west are also both a little high at 

0.057 and 0.067 respectively. All the other LDZs are between 0.039 and 0.050. 

Figure S12.4.8 

  
 

The total absolute Class 3 reconciliation volume for Band 3 is 291 GWh, which 

would have appeared as temporary UIG over the period.   
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Band 4 Reconciliation Analysis by LDZ 

A good percentage of Band 4 are Class 3 Meter points with average AQs 

similar to those of the Class 4 meter points.  

 

LDZ 
Meter 

count 

Class 3 % of 

total NDM 

Average AQ 

Class 3 Class 4 

SC 1,663 38% 1,211,053 1,205,797 

NO 779 40% 1,227,968 1,198,264 

NW 1,620 32% 1,159,985 1,176,607 

NE 853 35% 1,156,542 1,194,946 

EM 1,358 30% 1,173,556 1,179,360 

WM 1,403 29% 1,161,220 1,163,033 

WN 197 24% 1,177,254 1,126,294 

WS 473 38% 1,154,745 1,189,442 

EA 1,122 33% 1,189,317 1,179,971 

NT 2,415 30% 1,181,078 1,204,171 

SE 1,429 30% 1,139,233 1,177,348 

SO 1,142 31% 1,164,963 1,161,563 

SW 815 34% 1,147,479 1,167,718 

Overall 15,269 32% 1,174,823 1,183,285 

 

Band 4 shows very similar results to Band 3, with some over allocation at the 

beginning of the year and under allocation in June and September.  

 

  Oct Nov Dec Jan Feb Mar Apr May Jun Jul Aug Sep 

SC 0.95 0.91 0.92 0.93 0.92 0.94 0.96 1.00 1.13 1.06 1.12 1.12 

NO 0.95 0.90 0.93 0.94 0.96 0.97 0.92 0.93 1.11 1.03 1.03 1.22 

NW 0.90 0.91 0.91 0.95 0.96 0.94 0.93 0.92 1.13 1.01 1.03 1.15 

NE 0.95 0.91 0.87 0.93 0.95 0.97 0.95 0.99 1.16 1.05 1.00 1.18 

EM 0.97 0.92 0.94 0.95 0.96 0.98 0.96 0.98 1.07 0.93 0.91 1.11 

WM 0.92 0.91 0.90 0.93 0.96 0.94 0.96 0.95 1.10 1.09 1.00 1.13 

WN 0.95 0.89 0.87 0.85 0.91 0.95 0.98 1.00 1.21 1.09 1.09 1.12 

WS 0.97 0.94 0.89 0.95 0.94 0.97 1.04 0.99 1.23 1.07 1.06 1.26 

EA 0.92 0.92 0.92 0.94 0.96 0.97 0.94 0.94 1.11 1.01 1.00 1.18 

NT 0.93 0.93 0.94 0.94 0.94 0.96 0.97 0.92 1.07 1.06 1.07 1.11 

SE 0.92 0.93 0.91 0.94 0.96 0.97 0.99 0.92 1.11 0.97 1.00 1.13 

SO 0.97 0.93 0.91 0.93 0.96 1.03 0.95 0.87 1.16 1.01 0.98 1.14 

SW 1.00 0.96 0.90 0.93 0.95 0.96 0.99 0.94 1.23 1.09 1.06 1.19 

 

  



 

The following chart (Figure S12.4.9) shows the average absolute Class 3 

reconciliation volume per kWh of AQ for Band 04. Wales North stands out with 

a reconciliation volume of 0.100 against an average for the EUC of 0.066. East 

Midlands has the lowest reconciliation volume of 0.051. 

Figure S12.4.9 

 
 

The total absolute Class 3 reconciliation volume for Band 4 is 387 GWh, which 

would have appeared as temporary UIG over the period.   
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4.4.5 Reconciliation Analysis by LDZ – Large I&C EUCs 

Band 5 Reconciliation Analysis by LDZ 

 

There is a good percentage of Class 3 Meter Points in Band 5, although the 

Overall population is quite low, particularly in Wales North.   

 

LDZ 
Meter 

count 

Class 3 % of 

total NDM 

Average AQ 

Class 3 Class 4 

SC 380 32% 3,188,221 3,397,697 

NO 186 40% 3,417,517 3,511,187 

NW 446 23% 3,531,762 3,463,921 

NE 235 23% 3,459,206 3,460,976 

EM 368 29% 3,502,824 3,520,771 

WM 376 26% 3,342,430 3,413,237 

WN 43 28% 3,178,682 3,167,887 

WS 126 28% 3,218,542 3,423,246 

EA 252 27% 3,234,168 3,425,352 

NT 676 28% 3,549,172 3,432,918 

SE 305 22% 3,433,508 3,369,385 

SO 230 30% 3,243,134 3,264,183 

SW 186 30% 3,313,541 3,320,004 

Overall 3,809 28% 3,392,480 3,420,253 

 

The results for Band 5 are quite good with most of the year showing little 

reconciliation and the rest just a little under or over allocated.  

 

  Oct Nov Dec Jan Feb Mar Apr May Jun Jul Aug Sep 

SC 1.02 0.94 0.82 0.92 0.96 0.98 0.96 0.99 1.08 0.96 1.01 1.01 

NO 0.98 0.92 0.93 0.92 0.92 0.97 0.95 1.00 0.96 1.05 1.03 0.93 

NW 1.03 1.01 0.97 0.94 0.95 0.93 0.96 0.96 1.03 1.06 1.07 1.03 

NE 1.01 0.98 0.97 0.91 0.89 0.98 1.10 1.09 1.13 1.10 1.10 0.99 

EM 1.01 0.96 0.97 1.01 0.94 0.98 1.03 1.07 1.06 1.01 1.07 1.02 

WM 0.93 0.89 0.89 0.92 0.93 0.96 0.97 1.00 1.00 1.03 1.24 1.02 

WN 1.06 0.95 0.85 0.79 0.78 0.81 0.77 0.88 1.00 0.97 1.07 1.08 

WS 1.07 0.97 0.98 0.98 0.97 1.01 1.06 1.04 1.02 1.00 0.95 0.99 

EA 0.97 0.92 0.93 0.99 0.99 0.98 0.97 0.86 0.81 0.77 0.85 0.89 

NT 1.00 0.95 0.95 0.99 0.99 0.99 1.06 1.08 1.02 0.98 1.00 1.06 

SE 0.95 0.89 0.93 0.91 0.93 0.94 1.09 0.97 1.10 1.17 1.08 1.14 

SO 0.99 0.98 0.96 0.97 0.91 0.97 1.01 0.94 0.95 0.91 0.95 1.01 

SW 1.01 0.92 0.89 0.93 0.94 0.94 1.07 1.00 1.02 1.00 1.08 1.09 

 

  



 

The following chart (Figure S12.4.10) shows the average absolute Class 3 

reconciliation volume per kWh of AQ for Band 05. Wales North again has the 

highest reconciliation volume at 0.125 compared to an average for the EUC 

of 0.050. The LDZs with the lowest reconciliation volumes are Wales South, 

North Thames and East Midlands at 0.026, 0.028 and 0.031 respectively. 

Figure S12.4.10 

 
 

The total absolute Class 3 reconciliation volume for Band 5 is 180 GWh, which 

would have appeared as temporary UIG over the period.   
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Band 6 Reconciliation Analysis by LDZ 

There is a fairly good percentage of Class 3 Meter Points in Band 6, although 

the overall population is quite low in most LDZs so there are not as many 

meters in the data.   

 

LDZ 
Meter 

count 

Class 3 % of 

total NDM 

Average AQ 

Class 3 Class 4 

SC 107 23% 8,708,707 9,115,379 

NO 78 23% 7,914,472 9,293,533 

NW 168 21% 8,638,952 9,255,269 

NE 96 22% 9,157,708 9,109,961 

EM 167 20% 9,160,110 9,259,955 

WM 123 17% 8,255,750 8,781,365 

WN 34 24% 9,117,183 9,994,503 

WS 47 21% 9,454,040 10,153,250 

EA 104 16% 9,714,554 9,101,240 

NT 168 18% 7,735,587 8,876,521 

SE 83 12% 8,674,174 9,057,575 

SO 86 12% 8,583,518 9,352,461 

SW 86 19% 8,962,610 9,297,199 

Overall 1,347 19% 8,703,167 9,177,524 

     

The is generally an over allocation towards the beginning of the Gas Year, 

followed by some large under allocation values in April to June. SW shows an 

under allocation for most of the year.  

 

  Oct Nov Dec Jan Feb Mar Apr May Jun Jul Aug Sep 

SC 0.91 1.10 0.97 0.89 0.92 0.95 1.07 1.05 1.08 0.94 0.96 0.99 

NO 1.05 1.02 0.90 0.96 0.95 0.97 0.97 1.09 1.02 1.09 0.98 1.05 

NW 1.05 0.93 0.88 0.92 1.00 1.01 0.95 1.02 1.09 1.10 1.00 0.97 

NE 1.07 1.04 0.97 1.01 0.94 0.96 1.07 0.99 1.48 1.17 1.17 1.02 

EM 0.94 0.91 0.95 0.98 0.92 0.94 1.10 1.26 1.12 0.99 1.15 1.07 

WM 1.02 0.97 0.84 0.80 0.82 0.88 1.12 1.12 1.06 0.92 0.87 0.88 

WN 0.84 0.81 0.84 0.94 0.95 1.02 1.06 1.09 1.08 0.90 0.92 0.96 

WS 1.02 0.88 1.08 0.78 0.83 1.00 1.28 1.33 1.49 1.04 0.95 0.93 

EA 1.00 1.13 1.03 1.05 0.93 1.00 1.06 0.99 1.03 1.11 1.03 0.92 

NT 1.03 0.96 0.95 0.97 0.97 1.01 1.12 1.11 0.99 0.89 1.01 0.96 

SE 0.96 0.90 0.92 0.91 0.88 0.88 0.99 0.94 1.03 0.97 0.93 0.90 

SO 1.02 0.94 0.94 0.84 0.82 0.94 1.22 0.99 1.05 1.08 1.08 1.14 

SW 1.08 1.10 1.14 1.26 1.00 0.94 1.21 1.33 1.32 1.29 1.08 1.09 

 

  



 

The following chart (Figure S12.4.11) shows the average absolute Class 3 

reconciliation volume per kWh of AQ for Band 06. South West and Wales 

South have the highest reconciliation values at 0.163 and 0.139 respectively. 

The average for the EUC is 0.077.  

Figure S12.4.11 

 
 

The total absolute Class 3 reconciliation volume for Band 6 is 173 GWh, which 

would have appeared as temporary UIG over the period.   
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Band 7 Reconciliation Analysis by LDZ 

 

The percentage of Class 3 Meter Points in Band 7 varies quite a lot between 

LDZs. Some LDZs have a low overall Meter Point count and a low percentage 

of Class 3 meter. Results in these areas are likely to be less helpful than in the 

EUCs and LDZs where there is more data available.  

 

LDZ 
Meter 

count 

Class 3 % of 

total NDM 

Average AQ 

Class 3 Class 4 

SC 62 16% 19,343,807 20,149,849 

NO 28 29% 20,900,116 19,496,991 

NW 95 35% 20,942,381 21,381,720 

NE 35 17% 21,228,459 19,374,208 

EM 80 16% 20,209,544 21,700,504 

WM 49 20% 20,820,019 20,482,985 

WN 13 31% 22,100,100 20,731,756 

WS 25 8% 18,455,342 21,176,434 

EA 49 31% 22,057,745 20,465,911 

NT 43 21% 21,462,123 20,419,059 

SE 29 17% 19,907,402 19,419,807 

SO 29 14% 21,158,062 20,964,190 

SW 46 13% 18,702,564 20,724,173 

Overall 583 21% 20,766,029 20,656,988 

 

Generally, the trend seen in other EUCs of over allocation at the beginning of 

the year and under allocation at the end of the year is also seen in Band 7. 

Some LDZs have bigger reconciliation values, however as the number of 

Meter Points is low, this could be a reflection of individual meter consumption 

and not model performance. 

 

  Oct Nov Dec Jan Feb Mar Apr May Jun Jul Aug Sep 

SC 1.04 0.94 0.80 0.76 0.78 0.81 0.83 0.90 1.02 0.94 0.95 1.01 

NO 0.93 0.73 0.79 0.78 0.82 0.99 1.21 1.38 1.47 1.53 1.42 1.17 

NW 1.01 1.01 0.92 0.89 0.85 0.93 0.90 1.02 1.05 1.14 1.03 1.08 

NE 0.84 0.81 0.98 0.92 0.93 0.84 1.02 1.25 1.22 0.75 1.05 0.91 

EM 1.02 0.94 1.02 1.00 0.94 1.07 1.09 1.17 1.11 1.09 1.04 1.07 

WM 1.10 0.99 0.85 0.79 0.77 0.93 1.08 1.06 1.17 1.46 1.46 1.33 

WN 1.28 1.26 0.59 0.59 0.53 0.72 0.86 0.76 0.87 1.15 1.14 1.16 

WS 0.94 1.23 1.28 1.53 1.12 1.05 1.04 1.04 0.99 1.67 0.99 0.91 

EA 1.08 0.94 0.92 0.93 0.89 1.15 1.09 1.14 1.26 1.31 1.10 1.11 

NT 1.00 1.00 1.02 1.01 1.00 0.99 1.05 0.98 0.95 0.87 1.14 1.07 

SE 1.09 1.11 1.20 0.80 0.70 0.67 0.88 0.98 1.06 1.13 1.00 0.96 

SO 0.92 1.06 0.97 0.99 1.00 0.92 1.01 1.15 0.84 1.21 1.02 1.04 

SW 1.16 1.15 0.77 0.89 0.78 0.83 0.64 0.67 0.92 0.80 0.81 0.70 



 

The following chart (Figure S12.4.12) shows the average absolute Class 3 

reconciliation volume per kWh of AQ for Band 07. The varied nature of the 

reconciliation volumes is an indication of the limitation of the profiles in 

relation to Band 07 meter points. This is because the low number of meters 

mean sample data aggregation is required to produce the profiles.  

 

Figure S12.4.12 

 
 

The total absolute Class 3 reconciliation volume for Band 7 is 281 GWh, which 

would have appeared as temporary UIG over the period.   
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Band 8 Reconciliation Analysis by LDZ 

Some LDZs in Band 8 do not have any Class 3 Meter Points, and there are very 

few meter points in Band 8 overall.   

 

LDZ 
Meter count Class 3 % of 

total 

Average AQ 

Class 3 Class 4 Class 3 Class 4 

SC 1 5 17% 36,553,142 38,428,035 

NO 3 7 30% 35,659,676 39,817,896 

NW 6 31 16% 35,423,826 36,950,597 

NE 4 13 24% 35,765,904 35,839,806 

EM 9 38 19% 38,360,760 38,854,515 

WM 2 23 8% 36,879,691 37,949,912 

WN   4     34,184,087 

WS 2 10 17% 34,877,921 38,697,909 

EA 3 18 14% 39,387,134 37,326,262 

NT   19     39,503,103 

SE 2 14 13% 40,926,734 39,042,439 

SO   6     37,711,683 

SW 2 14 13% 34,437,867 38,365,775 

Overall 34 202 14% 36,964,453 38,057,936 

 

As with Band 7, the trend seen in other EUCs of over allocation at the 

beginning of the year and under allocation at the end of the year is also 

seen in Band 8. The larger reconciliation values are likely to be a reflection of 

individual meter consumption and not model performance. 

 

  Oct Nov Dec Jan Feb Mar Apr May Jun Jul Aug Sep 

SC     0.76               0.31 0.41 

NO 1.04 0.97 1.02 0.91 0.91 1.11 1.31 1.49 1.89 1.80 1.63 1.11 

NW 0.90 1.01 0.96 0.87 0.63 0.65 0.34 1.06 1.23   0.72 0.64 

NE 0.87 0.93 0.64 0.76 0.89 1.11 0.98 1.28 0.81 1.26 0.90 1.01 

EM 0.91 0.94 1.13 0.92 0.94 0.87 1.02 1.05 1.01 1.14 0.59 0.98 

WM 0.63                   0.92 1.00 

WN                         

WS 0.75 1.04 1.11     0.82 0.73 0.79 1.24 0.70 0.77 0.50 

EA 0.87 0.94 0.83 0.91 1.00 0.57 0.72 1.17 1.01 1.19 0.77 0.95 

NT 1.07 1.11 1.00       0.48 1.07 1.34 1.38     

SE 1.01 0.82 0.71 0.81 0.75 0.89 1.14 1.17 1.16 1.17 1.21 1.19 

SO                         

SW 0.74 0.66 0.54 0.65 0.65 0.64 0.57 0.69 0.82 0.71 1.07 1.07 

 

The total absolute Class 3 reconciliation volume for Band 8 is 132 GWh, which 

would have appeared as temporary UIG over the period.   



 

Band 9 Reconciliation Analysis  

Out of 13 Meter Points in Band 9 in April 2025, only 1 a had Class 3 meter, and 

all Band 9 Meter Point consumption profiles are unique. 

 

The table below shows the total reconciliation volume (Class 3 and 4) in MWh 

for Band 9. Because of the unsuitability of Band 9 profiles for these meters, 

there is almost 150 GWh reconciliation and temporary UIG (subject to further 

reconciliation being received).  

 
 Oct Nov Dec Jan Feb Mar Apr May Jun Jul Aug Sep 

SC             

NO 158 -271 131 -533    2,668 -1,433 -1,965 170 -1,135 

NW 2,677 2,851 2,661 3,156 2,809 2,160 1,892 1,798 -680 -2,610 -3,632  

NE      1,055 929 885 681 690 810  

EM -5,997 -8,237 -4,470 -8,858 -197 892 323 430 -775 -769 -735 -2,379 

WM  1,875 1,783 -2,966 -3,141 -3,232 -352 -1,182 -1,853 -3,054 -2,443 -1,897 

WN             

WS         779 -1,747   

EA -318       -3,805 -3,403    

NT -628 -1,119 -273          

SE             

SO             

SW -5,458 -6,130 -7,242 -7,495 -270 1,306 1,686 1,463 1,525 1,624 1,971  

 

   

 

End of Strand 4 Reconciliation Analysis 

 

 


